Rapid Visual Screening - Senate Bill #2 - Seismic Needs Assessment
Oregon Department of Geology and Mineral Industries
### Clatskanie Rural Fire

<table>
<thead>
<tr>
<th>Enrollment</th>
<th>Year Built (Field Verified)</th>
<th>Year Built (Alt. Source)</th>
<th>Est. Decade Built</th>
</tr>
</thead>
<tbody>
<tr>
<td>Total Area (square ft)</td>
<td>Number of Stories</td>
<td>Basement</td>
<td>Pounding Potential</td>
</tr>
<tr>
<td></td>
<td>2</td>
<td>No</td>
<td>No</td>
</tr>
</tbody>
</table>

#### Plan Irregularities
- Reentrant Corners: Other
  - None
- None

#### Vertical Irregularities
- Steps in Elevation View: 2 to 3 Changes
  - None

#### Falling Hazards
- Other: General
  - None
- None

#### Poor Conditions
- None
- None
- None